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PARTIAL LIST OF APPLICABLE CODES

2022 California Administrative Code (CAC) ...................................................................... (Part 1, Title 24, CCR) 

2022 California Building Code (CBC)  ................................................................................(Part 2, Title 24, CCR) 

2022 California Electrical Code (CEC) ............................................................................... (Part 3, Title 24, CCR) 

2022 California Mechanical Code (CMC) ........................................................................... (Part 4, Title 24, CCR) 

2022 California Plumbing Code (CPC) ............................................................................... (Part 5, Title 24, CCR) 

2022 California Energy Code (CEC) ................................................................................... (Part 6, Title 24, CCR) 

2022 California Fire Code (CFC) .........................................................................................(Part 9, Title 24, CCR) 

2022 California Existing Building Code (CEBC) .................................................................(Part 10, Title 24, CCR) 

2022 California Green Building Standards Code (CALGreen)...........................................(Part 11, Title 24, CCR) 

2022 California Referenced Standards Code .................................................................... (Part 12, Title 24, CCR)

Title 19  CCR, Public Safety, State Fire Marshall Regulations

2022 ASME A17.1/CSA B44-13 Safety Code For Elevators and Escalators (per 2022 CBC Part2 Ch 35)

PARTIAL LIST OF APPLICABLE STANDARDS:
FOR A LIST OF APPLICABLE STANDARDS, INCLUDING CALIFORNIA AMENDMENTS TO THE NFPA 
STANDARDS, REFER TO CBC CHAPER 35 AND CFC CHAPTER 80. PROJECT 

SITE

SANTA MARGARITA PKWY
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DOVE CANYON RD

IKE ARNOLD 
PARK

RESIDENTIAL

RESIDENTIAL

RESIDENTIAL

SHEET  DISCIPLINE TYPE

DISCIPLINE

A2.01A

0 - GENERAL
1 - SITE PLANS & DETAILS
2 - FLOOR PLANS (Note: Flip Sheets are Schedules)
3 - ROOF
4 - ADA & ENLARGED PLANS
5 - PLAN DETAILS
6 - EXTERIOR/INTERIOR ELEVATIONS
7 - PARTITION TYPES & WALL SECTIONS
8 - CASEWORK ELEVATIONS
9 - WINDOWS, DOORS, FRAME ELEVATIONS & DETAILS
10 - REFLECTED CEILING PLANS & DETAILS

SEQUENCE (.01 - .99......etc.)

G - GENERAL (Cover, A0 Sheets)
C - CIVIL
L - LANDSCAPE
D - DEMO
A - ARCHITECTURAL
S - STRUCTURAL
I - INTERIORS
M - MECHANICAL
E - ELECTRICAL
P - PLUMBING
T - TECHNOLOGY

BUILDING AREA

1. CONSTRUCTION DOCUMENTS DESCRIBE THE PRODUCTS, SYSTEMS, QUANTITIES, 
CONFIGURATION AND PERFORMANCE SPECIFICATIONS THAT DELIVER THE OVERALL 
DESIGN INTENT OF THE PROJECT.

2. THE CONSTRUCTION DOCUMENT DRAWINGS AND SPECIFICATIONS ARE COMPLIMENTARY, 
AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING AS IF REQUIRED BY BOTH.

3. PERFORMANCE BY THE CONSTRUCTION TEAM SHALL BE CONSISTENT WITH THE 
CONSTRUCTION DRAWINGS AND SPECIFICATIONS AS NECESSARY TO DELIVER THE 
INDICATED RESULTS OF THE DESIGN INTENT.

4. ALL MATERIALS AND WORKMANSHIP SHALL COMPLY WITH ALL GOVERNING CODES, 
ORDINANCES, REGULATIONS AND LAWS.

5. THE DESIGN ADEQUACY AND SAFETY OF ERECTION BRACING, SHORING, TEMPORARY 
SUPPORTS AND SCAFFOLDING IS THE SOLE RESPONSIBILITY OF THE CONTRACTOR.

6. WHERE ANY CONFLICT OCCURS BETWEEN THE REQUIREMENTS OF LAWS, CODES, 
ORDINANCES, RULES AND REGULATIONS, THE MOST STRINGENT SHALL GOVERN.

7. ENACT ALL MEASURES TO PROTECT AND SAFEGUARD ALL EXISTING ELEMENTS TO 
REMAIN FROM BEING DAMAGED.  REPLACE OR REPAIR EXISTING ELEMENTS DAMAGED BY 
THE EXECUTION OF THIS CONTRACT TO EQUAL OR BETTER CONDITION.

8. CUTTING, BORING, SAWCUTTING OR DRILLING THROUGH THE EXISTING OR NEW 
STRUCTURAL ELEMENTS SHALL NOT BE STARTED UNTIL THE DETAILS HAVE BEEN 
REVIEWED AND APPROVED BY THE ARCHITECT, AND STRUCTURAL ENGINEER OF 
RECORD.

9. VERIFY DIMENSIONS AND EXISTING CONDITIONS BEFORE COMMENCING WORK.  REPORT 
DISCREPANCIES TO THE ARCHITECT PRIOR TO PROCEEDING WITH AFFECTED WORK.

10. REFLECTED CEILING PLAN DIMENSIONS ARE REFERENCED FROM FINISHED SURFACES 
UNLESS NOTED OTHERWISE. CEILING HEIGHTS ARE DIMENSIONED FROM FLOOR TO 
FINISHED CEILING HEIGHT.

11. DIMENSIONS NOTED AS "FIELD VERIFY" SHALL BE CHECKED AT THE SITE BY THE 
CONTRACTOR AND REVIEWED WITH THE ARCHITECT BEFORE INCORPORATING INTO THE 
WORK.

12. DO NOT SCALE DRAWING. WRITTEN DIMENSIONS TAKE PRECEDENCE. IF CLARIFICATION IS 
REQUIRED IN ORDER TO DETERMINE THE INTENT OF THE CONTRACT DOCUMENTS, 
CONTACT THE ARCHITECT.

13. NOTES OR DIMENSIONS LABELED "TYPICAL" SHALL APPLY TO SITUATIONS THAT ARE THE 
SAME OR SIMILAR.

14. ALL DIMENSIONS ARE TO FACE OF FINISH, UNLESS NOTED OTHERWISE.
15. ALL SPACES WITH FLOOR DRAINS TO HAVE FINISHED FLOORS SLOPED TO DRAIN NOT TO 

EXCEED ONE IN FIFTY.
16. ALL FLOORS FINISH CHANGES SHALL OCCUR AT THE CENTERLINE OF DOORS UNLESS 

NOTED OTHERWISE. ALL FLOOR FINISH CHANGES SHALL HAVE THRESHOLDS OR 
REDUCER STRIPS.

17. COORDINATE HOUSEKEEPING PAD DIMENSIONS AND LOCATIONS WITH EQUIPMENT TO BE 
INSTALLED.

18. ALL DOORS IN INTERIOR GYP. BD STUD WALLS SHALL BE SET 4" OFF THE PERP. ADJ. WALL 
ON THE HINGE SIDE OF THE DOOR UNLESS OTHERWISE NOTED. THE CONTRACTOR SHALL 
CONTACT THE ARCHITECT IF ANY CONFLICTS OCCUR.

19. ALUM. THRESHOLDS TO BE SET IN FULL BED OF SEALANT AT ALL EXT. DOORS.
PROVIDE VINYL REDUCER AT ALL DISSIMILAR FLOOR MATERIALS UNLESS OTHERWISE 
NOTED.

20. ALL ITEMS ARE "NEW", UNLESS NOTED AS EXISTING, TYPICAL. 
21. FIRE SAFETY DURING DEMOLITION AND/OR CONSTRUCTION SHALL COMPLY WITH 2022 

CFC CHAPTER 33.
22. CONTRACTOR OPERATIONS SHALL NOT BLOCK, HINDER, IMPEDE OR OTHERWISE INHIBIT 

THE USE OF REQUIRED EXITS AT ANY TIME. CONTRACTOR SHALL MAINTAIN
UNOBSTRUCTED ACCESS TO FIRE EXTINGUISHERS, FIRE HYDRANTS, TEMPORARY FIRE 
PROTECTION FACILITIES, STAIRWAYS AND OTHER ACCESS ROUTES FOR FIRE-FIGHTING 
EQUIPMENT AND OR PERSONNEL

23. THE REVIEW OF THESE DRAWINGS IS LIMITED TO ONLY THOSE MODIFICATIONS AND/OR 
CHANGES SHOWN. A REVIEW OF EXISTING CONDITIONS WITHIN THE BUILDING(S) FOR THE 
PURPOSE OF COMPARING THESE CONDITIONS TO CURRENT CODE REQUIREMENTS HAS 
TO BE MADE. EXISTING CONDITIONS ARE SUBJECT TO EVALUATION BY THE AUTHORITY 
HAVING JURISDICTION.

DIMENSIONS

NOTE: all dimensions 

to face of STUD unless

otherwise noted

NORTH SYMBOL

PLAN OR DETAIL ENLARGED

DETAIL SECTIONS
AND VERTICAL SECTIONS

REVISION NUMBER

DETAIL ENLARGED

EXISTING ELEVATION

FINISH GRADE ELEVATION

AREA DRAIN

PROPERTY LINE

NO.

NO.

1

18'-6"

SPOT COORDINATE

KEY NOTE

BREAK LINE

MATCH LINE

SEE XX/X-XXX

ROOM NAME AND NUMBER

SPOT ELEVATION

WHICH CONTINUATION
SHEET NUMBER ON

IS FOUND

FENCING (WITH POSTS)

NORTH

TRUE NORTH

12.34

1

A-100

N - 58' 2"
E - 150' 11"

1

A-100

?

?

Room name

101

150 SF

4'-0"6'-0"

10'-0"

A101

1

RANCHO CUCAMONGA
8163 Rochestser Avenue, Suite 100

Rancho Cucamonga
California 91730
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DRAWING CONVENTIONS DRAWING INDEXSTATEMENT OF GENERAL CONFORMANCE

SHEET NUMBERINGSCOPE OF WORK

DSA NOTES

DEFERRED APPROVAL ITEMS

VICINITY MAPGENERAL NOTES

1. ALL WORK SHALL CONFORM TO 2022 EDITION TITLE 24, CALIFORNIA CODE OF REGULATIONS 
(CCR)

2. CHANGES TO THE APPROVED DRAWINGS AND SPECIFICATIONS SHALL BE MADE BY A        
CONSTRUCTION CHANGE DOCUMENT (CCD) APPROVED BY THE DIVISION OF THE STATE 
ARCHITECT, AS REQUIRED BY SECTION 4-338, PART I, TITLE 24, CCR

3. A " DSA CERTIFIED"  PROJECT INSPECTOR EMPLOYED BY THE DISTRICT (OWNER) AND APPROVED 
BY THE DIVISION OF THE STATE ARCHITECT SHALL PROVIDE CONTINUOUS INSPECTION OF THE 
WORK.  THE DUTIES OF THE INSPECTOR ARE DEFINED IN SECTION 4-342, PART 1, TITLE 24, CCR; 
CLASS 3.

4. A DSA ACCEPTED TESTING LABORATORY DIRECTLY EMPLOYED BY THE DISTRCT (OWNER) SHALL 
CONDUCT ALL THE REQUIRED TESTS AND INSPECTIONS FOR THE PROJECT.

5. THE INTENT OF THESE DRAWINGS AND SPECIFICATIONS IS THAT THE WORK OF THE ALTERATION, 
REHABILITATION OR RECONSTRUCTION IS TO BE IN ACCORDANCE WITH TITLE 24, CCR. SHOULD 
ANY 
EXISTING CONDITIONS SUCH AS DETERIORATION OR NON COVERED BY THE CONTACT 
DOCUMENTS WHERE IN THE FINISHED WORK WILL NOT COMPLY WITH TITLE 24, CCR, A 
CONSTRUCTION CHANGE DOCUMENT (CCD), OR A SEPARATE SET OF PLANS AND 
SPECIFICATIONS, DETAILING AND 
SPECIFYING THE REQUIRED WORK SHALL BE SUBMITTED TO AND APPROVED BY DSA BEFORE 
PROCEEDING WITH THE WORK. (SECTION 4-317(c), PART 1, TITLE 24, CCR)

6. THE SCOPE OF WORK - CLEARLY INDICATE THE SCOPE OF WORK ON THE COVER SHEET OR 
GENERAL NOTE SHEET OF THE DRAWINGS.

7. GRADING PLANS, DRAINAGE IMPROVEMENTS, ROAD AND ACCESS REQUIREMENTS AND 
ENVIRONMENTAL HEALTH CONSIDERATIONS SHALL COMPLY WITH ALL LOCAL ORDINANCES. 

8. THE CALIFORNIA ENERGY CODE SECTION 10-103 REQUIRES ACCEPTANCE TESTING ON ALL NEWLY 
INSTALLED LIGHTING CONTROLS, MECHANICAL SYSTEMS, ENVELOPES, AND PROCESS EQUIPMENT 
AFTER INSTALLATION AND BEFORE PROJECT COMPLETION. AN ACCEPTANCE TEST IS A 
FUNCTIONAL PERFORMANCE TEST TO HELP ENSURE THAT NEWLY INSTALLED EQUIPMENT IS 
OPERATING AND IN COMPLIANCE WITH THE ENERGY CODE.

9. LIGHTING CONTROLS ACCEPTANCE TESTS MUST BE PERFORMED BY A CERTIFIED LIGHTING 
CONTROLS ACCEPTANCE TEST TECHNICIAN (ATT).

10. MECHANICAL SYSTEM ACCEPTANCE TESTS MUST BE PERFORMED BY A CERTIFIED MECHANICAL 
ATT FOR PROJECTS SUBMITTED ON OR AFTER OCTOBER 1, 2021.

11. ENVELOPE AND PROCESS EQUIPMENT ACCEPTANCE TESTS SHALL BE PERFORMED BY THE 
INSTALLING CONTRACTOR, ENGINEER/ARCHITECT OF RECORD OR THE OWNER’S AGENT.

12. A LISTING OF CERTIFIED ATT CAN BE FOUND AT: HTTPS://WWW.ENERGY.CA.GOV/PROGRAMS-AND-
TOPICS/PROGRAMS/ACCEPTANCE-TEST-TECHNICIAN-CERTIFICATION-PROVIDER-
PROGRAM/ACCEPTANCE.

13. THE ACCEPTANCE TESTING PROCEDURES MUST BE REPEATED, AND DEFICIENCIES MUST BE 
CORRECTED BY THE BUILDER OR INSTALLING CONTRACTOR UNTIL THE 
CONSTRUCTION/INSTALLATION OF THE SPECIFIED SYSTEMS CONFORM AND PASS THE REQUIRED 
ACCEPTANCE CRITERIA.

14. PROJECT INSPECTORS WILL COLLECT THE FORMS TO CONFIRM THAT THE REQUIRED 
ACCEPTANCE TESTS HAVE BEEN COMPLETED.

THERE ARE NO DEFERRED APPROVAL ITEMS INCLUDED IN THIS PROJECT.

1. SITE IMPROVEMENTS INCLUDING, BUT ARE NOT LIMITED TO:
SITE PAVING, SITE UTILITIES, PLAYGROUND AREAS, LANDSCAPING/IRRIGATION, AND 
FENCING

2. MODULAR BUILDING INSTALLATION (PC APPROVED): 
A. PROVIDE 4 PORTABLE BULDINGS: STEM CLASSROOM BUILDING

    (2) CLASSROOM BUILDINGS
     WARMING KITCHEN

A.D. AREA DRAIN

A.D.A. AMERICANS WITH
DISABILITIES ACT

A.F.F. ABOVE FINISH FLOOR

A.F.G. ABOVE FINISH GRADE

A.H.J. ATHORITY HAVING
JURISDICTION

A/C AIR CONDITIONING

ACP. ACOUSTICAL PANEL

ACT. ACOUSTICAL TILE

ADJ. ABADJUSTABLE

ALT. ALTERNATE

ALUM. ALUMINUM

ASPH. ASPHALT

ے ANGLE

B.U.R. BUILT-UP ROOF

BD. BOARD

BLDG. BUILDING

BLK. BLOCK

BM. BEAM

C CHANNEL

C.J. CONTROL JOINT

C.M.U. CONCRETE MASONRY UNIT

C.W. COLD WATER

CAB,
CABT

CABINET

CFMF COLD FORMED METAL
FRAMING

CL CENTERLINE

CLG. CEILING

CLR CLEAR

COL. COLUMN

COMP. COMPRESSIBLE

CONC. CONCRETE

COND. CONDITION

CORR. CORRIDOR

CPT. CARPET (ED)

CT. CERAMIC TILE

CTG CLEAR TEMPERED GLAZING

CTSK. COUNTER SINK

D DRYER

D.F. DRINKING FOUNTAIN

D.P. DAMPPROOFING

D.S. DOWN SPOUT

DIA. DIAMETER

DIM. DIMENSION

DTL. DETAIL

DWG. DRAWING

E.J. EXPANSION JOINT

E.Q. EQUAL

EA. EACH

EDF ELECTRIC DRINKING
FOUNTAIN

EL. ELEVATION (HEIGHT)

ELECT. ELECTRICAL

ELEV ELEVATION (DRAWING)

ABBREVIATIONS

NOTE:
FIRE SAFETY DURING DEMOLITION AND/OR CONSTRUCTION SHALL COMPLY WITH 2022 CFC 
CHAPTER 33

PROJECT ADDRESS:

21400 Lindsay Dr, 
Trabuco Canyon, CA 92679

CODES & STANDARDS

TOTAL SHEETS : 162 SHEETS 

EQUIP EQUIPMENT

EXIST EXISTING

EXP EXPANSION

EXT EXTERIOR

F.E. FIRE EXTINGUISHER

F.E.C. FIRE EXTINGUISHER
CABINET

F.H.C. FIRE HOSE CABINET

FB. FACE BRICK

FD. FLOOR DRAIN

FIN. FINISH (ED)

FIXT. FIXTURE

FLR. FLOOR (ING)

FLSHG. FLASHING

FLUOR FLUORESCENT

G.B. GRAB BAR

G.I. GALVANIZED IRON

GA. GAUGE

GALV. GALVANIZED

GCMU GLAZED CONCRETE
MASONRY UNIT

GEN. GENERAL

GEN. GENERAL

GL. GLASS / GLAZING

GL. GLASS

GR. GRADE

GTP. GLAZED TILE PAVER

GYP. GYPSUM DRYWALL

H.W. HOT WATER

HM HOLLOW METAL FRAME

HORIZ. HORIZONTAL

HT. HEIGHT

I.D. INSIDE DIAMETER

I.P.S. IRON PIPE SIZE

INSUL INSULATE (ED), (ION)

INT. INTERIOR

ISA INTERNATIONL SYMBOL OF
ACCESSIBILITY

JT. JOINT

L.P. LIGHT POLE

LAM. LAMINATE (D)

LAV. LAVATORY

LT. LIGHT

LT. WT. LIGHTWEIGHT

M.O. MASONRY OPENING

MAS. MASONRY

MATL. MATERIAL (S)

MAX. MAXIMUM

MB. MARKER BOARD

MECH. MECHANICAL

MEM MEMBRANE

MEM. WP. MEMBRANE
WATERPROOFING

MEP MECHANICAL, ELECTRICAL
AND PLUMBING

MEZZ. MEZZANINE

MFR. MANUFACTURE (R)

MH. MANHOLE

MIN. MINIMUM

MISC. MISCELLANEOUS

MOD MODULAR

MTL METAL

MTP. METAL TOILET PARTITION

N.D. NAPKIN DISPOSAL

N.I.C. NOT IN CONTRACT

N.R. NOT RATED

N.T.S. NOT TO SCALE

N.V. NAPKIN VENDOR

NO. NUMBER

O.C. ON CENTER (S)

O.C.E.W. ON CENTER EACH WAY

O.D. OUTSIDE DIAMETER

O.F.C.I. OWNER FURNISHED,
CONTRACTOR INSTALLED

O.H. OPPOSITE HAND

OPNG. OPENING

OPP. OPPOSITE

P. LAM. PLASTIC LAMINATE

P.C. PRECAST

P.H. PAPER HOLDER

P.L. PROPERTY LINE

P.P. POWER POLE

P.W.B. PREFINISHED WALL BOARD

PL. PLATE

PLUMB. PLUMBING

PLYWD. PLYWOOD

POL. POLISHED

PR. PAIR

PREFIN. PRE-FINISHED

PT. POINT

PTD. PAINTED

Q.T. QUARRY TILE

R / RAD RADIUS

RD ROOF DRAIN

RE. , REF. REFER TO / REFERENCE /
SEE

RECP. RECEPTACLE

REINF. REINFORCE (D), (ING)

REQ'D. REQUIRED

RES. RESILIENT

REV. REVISION (S), REVISED

RF RECREATIONAL RESILIENT
FLOORING

RPG. RELOCATABLE PAINTED
GYPSUM BOARD

RSS. ROD STOCK AND SEALANT

S.C. SEALED CONCRETE

S.D. SOAP DISPENSER

SCHED SCHEDULE

SCPL SOLID CORE PLASTIC
LAMINATE

SECT SECTION

SHT SHEET

SIM SIMILAR

SPC SPECIAL COATING SYSTEM

SPEC SPECIFICATION (S)

SQ. SQUARE

SS. SOUND STRIP

SS. STL. STAINLESS STEEL

STD STANDARD

STL STEEL

STRUC STRUCTURAL

SUSP SUSPENDED

SVDF SHEET VINYL DANCE
FLOORING

SYS SYSTEM

T.B. TACK BOARD

T.D.R. TOWEL DISPENSER AND
RECEPTACL

T.O. TOP OF

T.O.B. TOP OF (WOOD) BLOCKING

T.O.M. TOP OF MASONRY

T.O.S. TOP OF STEEL

T.T.D. TOILET TISSUE DISPENSER

TCNA TILE COUNCIL OF NORTH
AMERICA

TEL TELEPHONE

TERR TERRAZZO

THK THICK (NESS)

TYP TYPICAL

U.N.O. UNLESS NOTED OTHERWISE

UR. URINAL

V VENT

V.C.T. VINYL COMPOSITION TILE

V.I.F. VERIFY IN FIELD

VENT. VENTILATING, VENTILATED

VER. VERIFY

VERT. VERTICAL

VGB (PREFINISHED) VINYL CLAD
GYPSUM BOARD

VWC VINYL WALL COVERING

W WASHING MACHINE

W.P. WATER PROOFING

W.S. WEATHERSTRIP

W.W. WATER WELL

W.W.F WELDED WIRE FABRIC

W/ WITH

WC WATER CLOSET

WD WOOD

WDW WINDOW

WT WEIGHT

No. Description Date
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FIRE ACCESS LEGEND

(E) BUILDING NOT IN SCOPE (NIC)

PROPERTY LINE

(E) FIRE ACCESS LANE - A# 04-107599

FIRE LANE CURB PAINT - REF TO DETAIL
6

A1.06

NEW MODULAR BUILDING

(E) RESTROOMS (NIC)

(E) PARKING LOT

(E) TRASH/ 
TRANSFORMER

LUNCH 
SHELTER 

PITTSFORD DR.

N
O

R
T

H
C

R
E

S
T

 D
R

.

BLDG A
MULTI-PURPOSE

A# 51500, 1989
A-2 OCC., TYPE VA

6,546 S.F.

BLDG B2
PORTABLES 

CRS.
A# 51500, 1989
E OCC., TYPE 

VB
3,512 S.F.BLDG C

ADMIN., CRS. 
LIBRARY, 
KINDER. 

A#51500, 1989
E OCC., TYPE 

VB
30,366 S.F.

BLDG B1
PORTABLES 

CRS.
A# 51500, 1989

E OCC., TYPE VB
3,512 S.F.

NO PARKING NO PARKING COMPACTCOMPACT

VAN CAR

COMPACT

(E) PORT. CR.
A# 69536

(E) PORT. CR.
A# 69536

(E) SHADE 
STRUCTURE
A #04-112834

SHADE STRUCTURE
A# 108229, 2014

A-3 OCC., TYPE VB
6000SF

(E) PORTABLE 
CLASSROOM 
A #63750

(E) SOLAR CANOPY, 
A# 04-117370

PLAY

(E) FIELD

(E) PLAY 
GROUND

(E
) P

LA
Y 

G
ROUND

121

46 22

2
0'

-0
"

(E) 20'-0" FIRE LANE
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FIRE ACCESS KEYED NOTES
# Description

No. Description Date

1" = 40'-0"
1 FIRE ACCESS SITE PLAN
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BUILDING (3)

WARMING KITCHEN
OCCUPANCY: B

967 SF
OLF: 200

TOTAL ALLOWABLE 
OCCUPANTS: 5

OCCUPANCY: E
2,868 SF
OLF: 20

TOTAL ALLOWABLE 
OCCUPANTS: 144; 48 PER 

CLASSROOM

OCCUPANCY: E
3,834 SF
OLF: 20

TOTAL ALLOWABLE 
OCCUPANTS: 192; 48 PER 
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TOTAL ALLOWABLE 
OCCUPANTS: 97
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SAFETY DISPERSAL AREA
438 TOTAL OCCUPANTS

438 x 5LF = 2,190 SQ. FT. TOTAL AREA 
REQUIRED FOR SAFETY DISPERSAL

2,220 SQ. FT. PROVIDED

2,190 x .05 = 110 SQ FT. REQUIRED FOR 
ACCESSIBILITY

111 SQ. FT. PROVIDED

ACCESSIBLE AREA 
REQUIRED AT SAFETY 
DISPERSAL

RUBBER PLAY 
SURFACE

(E) AC PAVING

51' - 0"

5
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' -
 0

"

MEANS OF EGRESS - COMMON PATH OF TRAVEL
REFER TO SHEET A1.01 FOR ADDITIONAL PATH OF TRAVEL

LINE OF FRONTAGE INCREASE

CONCRETE PAVING - REF CIVIL DWGS

NEW PORTABLE BUILDINGS

LANDSCAPE

EXISTING BUILDING NOT IN SCOPE
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No. Description Date

BUILDINGS: (4) SINGLE STORY MODULAR BUILDINGS TO BE JUSTIFIED AS ONE 
BUILDING

B WARMING KITCHEN MOST RESTRICTIVE
E CLASSROOM BUILDING (3 CLASSROOMS)

E CLASSROOM BUILDING (4 CLASSROOMS)

E STEM LAB (ONE CLASSROOM)

OCCUPANCY: B/A-2; MIXED USE NON-SEPARATED

TYPE OF CONSTRUCTION: TYPE VB

FIRE PROTECTION: AUTOMATIC FIRE SPRINKLER SYSTEM 
NOT PROVIDED

FLOOR AREA: WARMING KITCHEN:  967 SF
CLASSROOM BUILDING (3 CLASSROOMS):  2,868 SF
CLASSROOM BUILDING (4 CLASSROOMS):  3,834 SF
STEM LAB (ONE CLASSROOM):  1,927 SF

TOTAL SQUARE FEET:  9,596 SF

ACTUAL VS. ALLOWABLE: 9,596 SF > 9,000 SF
THE ACTUAL TOTAL BUILDING SQUARE FOOTAGE DOES 
NOT MEET MINIMUM CODE REQUIREMENTS.  THERFORE, AN AREA 
FACTOR INCREASE BASED ON FRONTAGE PER CBC 506.3.2 WILL BE 
ADDED.

FRONTAGE INCREASE 
CALCULATION: TOTAL PERIMETER (RIGHT ANGLES FROM BLDG. FACE) OF BLDG. = 

598'-10"

PERIMETER (RIGHT ANGLES FROM BLDG. FACE) THAT IS 20' OF 
OPEN SPACE = 471'-0"

FRONTAGE INCREASE FACTOR PER CBC TABLE 506.3.3 = 0.17
WHICH ALLOWS AN OPEN SPACE OF 20 TO LESS THAN 25 AND A 
PERCENTAGE OF BLDG PERIMETER 25 TO LESS THAN 50

598'-10" X 25% (ALLOWED 25% TO LESS THAN 50%) = 149.71'

471'>149.71'
THEREFORE ALLOWABLE PERIMETER MEETS CODE

9,000 (ALLOWABLE) X 0.17 (FRONTAGE INCREASE) = 1,530
(ADDITIONAL AREA) 
9,000 + 1,530 = 10,530 SF (MAX. ALLOWABLE BLDG. SQ. FOOTAGE)

9,596< 10,530 THE ACTUAL BLDG. SQ. FOOTAGE IS LESS THAN THE 
ALLOWABLE BLDG. SQ. FOOTAGE THEREFORE THE BUILDING IS 
JUSTIFIED AS ONE AND MEETS CODE

CODE ANALYSIS - BUILDING 

LEGEND 


